








SURVEY NOTES

DER: 20.39
TER: 21.35

Prop Type Ref:

Issued on: 10.February.2009

4, Barton Common Road, Barton-on-Sea

39 The Old Common, Chalford

Property:

Users Ref:

 0.00ZC: 0Ene1:

SAP Energy Cost: CO2 Emissions: 6.34  t/year
Energy used: 116  kWh/m2/year

SAP Rating: £665
EI Rating:

79

80 B

SAP version: 981.00Regs Region: England and Wales (Part L1A 2006), Construction Type: New Build

Software Version: EES SAP 2005.017.02r01, November 2008 (Design System),  BRE SAP worksheet version

A102-0001, Mark Sheehan, Tel: 07779 341875, Fax: NoneSurveyor:

39 The Old Common, Chalford, Stroud, GloucestershireAddress:

Client:

SURVEY NOTES - Last time updated on:  10/02/2009

The figures above show the overall results for your dwelling including any amendments you may have made.  

In order to comply with the Building Regulations the DER figure must be equal to or less than the TER.

The SAP rating and EI rating will appear on the Energy Performance Certificate.

Please read the notes on the preceeding pages to see how these results have been obtained and advise MSBC of any 

inaccuracies so that the calculation can be adjusted accordingly.  This is very important as if your DER is very close to the 

TER then a small change can result in the dwelling no longer complying with the Building Regulations which will mean that 

you may not receive a Completion Certificate for the work.
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Full SAP Calculation Printout

DER: 20.39
TER: 21.35

Prop Type Ref:

Issued on: 10.February.2009

4, Barton Common Road, Barton-on-Sea

39 The Old Common, Chalford

Property:

Users Ref:

 0.00ZC: 0Ene1:

SAP Energy Cost: CO2 Emissions: 6.34  t/year
Energy used: 116  kWh/m2/year

SAP Rating: £665
EI Rating:

79

80 B

SAP version: 9.81 Regs Region: England and Wales (Part L1A 2006),  Construction Type: New Build

Software Version: EES SAP 2005.017.02r01, November 2008 (Design System),  BRE SAP worksheet version

A102-0001, Mark Sheehan, Tel: 07779 341875, Fax: NoneSurveyor:

39 The Old Common, Chalford, Stroud, GloucestershireAddress:

Client:

CALCULATION DETAILS for survey reference no '39 The Old Common, Chalford' Page: 1

SAP2005 - 9.81 input data (DesignData)  -

Regs Region:                   England
Construction Type:             NewBuild
Region:                        SO South (16)
Orientation:                   S  South
PropType:                      H  House, D  Detached
Storeys:                       3
Property Age:                  2009
Sheltered Sides:               2
Sunlight Shade:                Average or unknown
Wall Perimeter:                34.95 m, 48.50 m, 48.50 m
Floor Area:                    74.23 m2, 127.68 m2, 127.68 m2
Living Floor Area:             51.83 m2, fraction:0.00
Storey Height:                 2.75 m, 3.50 m, 3.50 m
Conservatory:                  None
Doors
    Door to Garage:            Solid Wood, uvalue: 3.00 (T), area: 1.89 m2, argon: No, solar trans: 0.00
Windows
    DG1 Entrance Hall:         Double,Low E,Soft Coat, Wood, 16 mm, South (0°), uvalue: 1.80 (T), area: 7.90 m2, argon: No, solar trans: 0.63
    WG2 Bedroom 4:             Double,Low E,Soft Coat, Wood, 16 mm, South (0°), uvalue: 1.80 (T), area: 3.24 m2, argon: No, solar trans: 0.63
    WG1 Bedroom 3:             Double,Low E,Soft Coat, Wood, 16 mm, South (0°), uvalue: 1.80 (T), area: 3.24 m2, argon: No, solar trans: 0.63
    WF3 WC/Shower:             Double,Low E,Soft Coat, Wood, 16 mm, North (180°), uvalue: 1.80 (T), area: 0.85 m2, argon: No, solar trans: 0.63
    WF4 Bathroom:              Double,Low E,Soft Coat, Wood, 16 mm, North (180°), uvalue: 1.80 (T), area: 0.85 m2, argon: No, solar trans: 0.63
    DF2 Master bedroom:        Double,Low E,Soft Coat, Wood, 16 mm, South (0°), uvalue: 1.80 (T), area: 10.26 m2, argon: No, solar trans: 0.63
    DF1 Sitting Room:          Double,Low E,Soft Coat, Wood, 16 mm, South (0°), uvalue: 1.80 (T), area: 12.76 m2, argon: No, solar trans: 0.63
    WF2 Study:                 Double,Low E,Soft Coat, Wood, 16 mm, South (0°), uvalue: 1.80 (T), area: 2.52 m2, argon: No, solar trans: 0.63
    WF1 Bedroom 2:             Double,Low E,Soft Coat, Wood, 16 mm, South (0°), uvalue: 1.80 (T), area: 2.52 m2, argon: No, solar trans: 0.63
    DB9 Games Room Doors:      Double,Low E,Soft Coat, Wood, 16 mm, East (90°), uvalue: 1.80 (T), area: 2.77 m2, argon: No, solar trans: 0.63
    WB6 Games Room:            Double,Low E,Soft Coat, Wood, 16 mm, East (90°), uvalue: 1.80 (T), area: 0.85 m2, argon: No, solar trans: 0.63
    WB5 Games Room:            Double,Low E,Soft Coat, Wood, 16 mm, East (90°), uvalue: 1.80 (T), area: 0.85 m2, argon: No, solar trans: 0.63
    Back Door:                 Double,Low E,Soft Coat, Wood, 16 mm, North (180°), uvalue: 1.80 (T), area: 1.89 m2, argon: No, solar trans: 0.63
    Glass Blocks:              Double,Low E,Soft Coat, Wood, 16 mm, North (180°), uvalue: 1.80 (T), area: 22.68 m2, argon: No, solar trans: 0.63
    WG3 Shower:                Double,Low E,Soft Coat, Wood, 16 mm, North (180°), uvalue: 1.80 (T), area: 0.85 m2, argon: No, solar trans: 0.63
    WG4 Bathroom:              Double,Low E,Soft Coat, Wood, 16 mm, North (180°), uvalue: 1.80 (T), area: 0.85 m2, argon: No, solar trans: 0.63
    WG5 Kitchen:               Double,Low E,Soft Coat, Wood, 16 mm, North (180°), uvalue: 1.80 (T), area: 2.08 m2, argon: No, solar trans: 0.63
    DG3 Living Room:           Double,Low E,Soft Coat, Wood, 16 mm, North (180°), uvalue: 1.80 (T), area: 7.76 m2, argon: No, solar trans: 0.63
    DG2 Living Room:           Double,Low E,Soft Coat, Wood, 16 mm, South (0°), uvalue: 1.80 (T), area: 10.26 m2, argon: No, solar trans: 0.63
Draught Lobby:                 No
Draught Proofing:              100%
Roof Lights
Pressure Test:                 Air permeability 4.49 m³/h.m² (assumed)
Mechanical Ventilation:        None, Windows open during hot weather: Windows fully open
                               Cross ventilation possible: Yes
Fans, Chimneys, Flues:         8, 0, 0
Lighting:                      Light fittings: 56,  L.E.L. fittings: 14,  External lights: Yes,  controlled: Yes
Main Wall Type:                U: 0.22 A: X(264.72 m2)
Extented Wall Types:           U: 0.38 A: 54.76 m2, U: 0.35 A: 19.26 m2
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CALCULATION DETAILS for survey reference no '39 The Old Common, Chalford' Page: 2

Timber Frame Wall Area:        0
Roof type 0
Roof type 4                    U: 0.18 A: 127.68 m2
Main Floor Type:               U: 0.28 A: 74.23 m2
Floor Over Garage              U: 0.25 A: 53.45 m2 Sh: 0.54
Timber Floor:                  No Timber Floor
Thermal Mass:                  Simple Thermal Mass Parameter calculation:
                               Ground Floor Mass: Medium - solid floor
                               External Wall Mass: Low - timber/steel frame walls or masonry walls (internal insulation)
                               Separating Wall Mass: Low - plasterboard on timber/steel stud
                               Internal Partition Mass: Low - plasterboard on timber/steel stud
Fixed Air Conditioning:        No
Main Heating:                  Manufacturer's data: Not Known at this stage, Pumped: pump in heated space, Heat pump load or weather compensation
Main Heating Manufacturer:     Manufacturer's data: Not Known at this stage, Not Known at this stage, 90.0%
Heating Controls:              CBI Time and temperature zone control
                               Boiler interlock - Yes
Underfloor Heating:            Underfloor, pipes in Screed
Combi Type:                    StandardCombi
Combi Keep Hot:                WithoutKeepHot
Secondary Heating:             None
Manufacturer:
Thermal Store:                 None
Hot Water Heating:             HWP From the primary heating system
Solar Water Heating:           None
Thermal Store:                 None
Hot Water Cylinder:            None
Community Heating:             None
CHP Unit:
Electricity Tariff:            S - Standard
PV Cells:                      None
Thermal Bridges:               DefaultRobustConstr, Thermal bridging factor y = 0.08
Energy Saved:
Energy Used:
Terrain Type:                  Urban
Number of Wind Turbines:       0
Small-scale hydro generators:  0
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CALCULATION DETAILS for survey reference no '39 The Old Common, Chalford' Page: 3

SAP calculation (New Dwelling as Designed)

1. Overall house dimensions
Ground floor                                        74.230 * 2.750   204.13
First  floor                                       127.680 * 3.500   446.88
Second floor                                       127.680 * 3.500   446.88
Total floor area                                   329.590                        (5)
Total house volume                                                  1097.89       (6)

2. Ventilation rate
Number of chimneys                                       0 * 40        0
Number of flues                                          0 * 20        0
Number of fans                                           8 * 10       80
Flueless gas fire                                        0 * 40        0
Infiltration                                                           0.07       (10)

Pressure test value                                                    4.49       (q50)
Infiltration rate                                                      0.30       (19)

Sides sheltered                                                        2          (20)
Shelter factor                                                         0.85       (21)
Adjusted infiltration rate                                             0.25       (22)
Air change natural ventilation                                         0.53       (24)
Effective air change rate                                              0.53       (25)

3. Heat losses
Doors Door to Garage                                 1.890 *  3.000    5.67
Doors Heat Loss total                                                  5.67       (26)

Windows DG1 Entrance Hall               7.900 * 1/[(1/ 1.800)+0.04]   13.26
Windows WG2 Bedroom 4                   3.240 * 1/[(1/ 1.800)+0.04]    5.44
Windows WG1 Bedroom 3                   3.240 * 1/[(1/ 1.800)+0.04]    5.44
Windows WF3 WC/Shower                   0.850 * 1/[(1/ 1.800)+0.04]    1.43
Windows WF4 Bathroom                    0.850 * 1/[(1/ 1.800)+0.04]    1.43
Windows DF2 Master bedroom             10.260 * 1/[(1/ 1.800)+0.04]   17.23
Windows DF1 Sitting Room               12.760 * 1/[(1/ 1.800)+0.04]   21.43
Windows WF2 Study                       2.520 * 1/[(1/ 1.800)+0.04]    4.23
Windows WF1 Bedroom 2                   2.520 * 1/[(1/ 1.800)+0.04]    4.23
Windows DB9 Games Room Doors            2.770 * 1/[(1/ 1.800)+0.04]    4.65
Windows WB6 Games Room                  0.850 * 1/[(1/ 1.800)+0.04]    1.43
Windows WB5 Games Room                  0.850 * 1/[(1/ 1.800)+0.04]    1.43
Windows Back Door                       1.890 * 1/[(1/ 1.800)+0.04]    3.17
Windows Glass Blocks                   22.680 * 1/[(1/ 1.800)+0.04]   38.08
Windows WG3 Shower                      0.850 * 1/[(1/ 1.800)+0.04]    1.43
Windows WG4 Bathroom                    0.850 * 1/[(1/ 1.800)+0.04]    1.43
Windows WG5 Kitchen                     2.080 * 1/[(1/ 1.800)+0.04]    3.49
Windows DG3 Living Room                 7.760 * 1/[(1/ 1.800)+0.04]   13.03
Windows DG2 Living Room                10.260 * 1/[(1/ 1.800)+0.04]   17.23
Windows Heat Loss total                                              159.48       (27)

Roof Lights Heat Loss total                                            0.00       (27)

Basement Floor                                      74.230 *  0.280   20.78
Floor Over Garage                      53.450 * 1/[(1/ 0.250)+0.54]   11.77
Ground floor Heat Loss total                                          32.56       (28)

Main External wall type                            264.723 *  0.220   58.24       (29)
Wall Basement                                       54.760 *  0.380   20.81
Wall Semi Exp garage                   19.260 * 1/[(1/ 0.350)+0.54]    5.67
Secondary walls Loss total                                            26.48       (29a)

Roof type 5                                        127.680 *  0.180   22.98       (30)
Roof Loss total                                                       22.98       (30)
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CALCULATION DETAILS for survey reference no '39 The Old Common, Chalford' Page: 4

Total area of elements                                               690.97       (32)
Fabric heat loss                                                     305.41       (33)
Appendix K: Thermal bridging                                           0.08       (y)
Effect of thermal bridges                                             55.28       (34)
Total fabric heat loss                                               360.69       (35)
Ventilation heat loss                                                192.73       (36)
Heat loss coefficient                                                553.41       (37)
Heat loss parameter (HLP)                                              1.68       (38)

4. Water heating energy requirements
Energy of heated water                                              4049.67       (39)
Distribution loss                                                    714.65       (40)
Hot Water storage loss factor                                          0.0000     (44)
Volume factor                                                          0.00       (44a)
Temperature factor T                                                   1.00       (44b)
Energy lost from tank                                                  0.00       (45)
Energy lost from tank                                                  0.00       (46)
Primary circuit loss                                                   0.00       (48)
Combi loss from Table 3a                                             600.00       (49)
Output from water heater                                            5364.31       (51)
Gains from water heating                                            1734.13       (52)

5. Internal gains
Lighting, appliances, cooking and metabolic (Table 5)               1383.28       (53)
Reduction of internal gains due to LE lighting (Appendix L)
Correction factor for low-energy outlets                               0.88       (C1)
Window 1              0.9 *  7.900 * 0.80 * 0.7 * 0.83 / 329.590       0.01
Window 2              0.9 *  3.240 * 0.80 * 0.7 * 0.83 / 329.590       0.00
Window 3              0.9 *  3.240 * 0.80 * 0.7 * 0.83 / 329.590       0.00
Window 4              0.9 *  0.850 * 0.80 * 0.7 * 0.83 / 329.590       0.00
Window 5              0.9 *  0.850 * 0.80 * 0.7 * 0.83 / 329.590       0.00
Window 6              0.9 * 10.260 * 0.80 * 0.7 * 0.83 / 329.590       0.01
Window 7              0.9 * 12.760 * 0.80 * 0.7 * 0.83 / 329.590       0.02
Window 8              0.9 *  2.520 * 0.80 * 0.7 * 0.83 / 329.590       0.00
Window 9              0.9 *  2.520 * 0.80 * 0.7 * 0.83 / 329.590       0.00
Window 10             0.9 *  2.770 * 0.80 * 0.7 * 0.83 / 329.590       0.00
Window 11             0.9 *  0.850 * 0.80 * 0.7 * 0.83 / 329.590       0.00
Window 12             0.9 *  0.850 * 0.80 * 0.7 * 0.83 / 329.590       0.00
Window 13             0.9 *  1.890 * 0.80 * 0.7 * 0.83 / 329.590       0.00
Window 14             0.9 * 22.680 * 0.80 * 0.7 * 0.83 / 329.590       0.03
Window 15             0.9 *  0.850 * 0.80 * 0.7 * 0.83 / 329.590       0.00
Window 16             0.9 *  0.850 * 0.80 * 0.7 * 0.83 / 329.590       0.00
Window 17             0.9 *  2.080 * 0.80 * 0.7 * 0.83 / 329.590       0.00
Window 18             0.9 *  7.760 * 0.80 * 0.7 * 0.83 / 329.590       0.01
Window 19             0.9 * 10.260 * 0.80 * 0.7 * 0.83 / 329.590       0.01
Ratio of glass area to floor area                                      0.12       (GL)
Correction factor for daylighting                                      0.96       (C2)
Annual energy used for lighting in the house                        2574.76       (EL)
Reduction in lighting use due to low energy lights                   367.82       (deltaEL)
Low energy lighting                                                  -55.17       (53a)
Central heating pump                                                  10.00       (53b)
Water heating                                                        197.96       (54)
Total internal gains                                                1536.07       (55)

6. Solar gains
                             Area   Flux    g        FF    Access   Gains
                             (m2)                          Factor     (W)
Windows 'S '         0.9 *  7.9000 *  72 * 0.63    * 0.70 * 0.77     173.83       (60)
Windows 1 'S '       0.9 *  3.2400 *  72 * 0.63    * 0.70 * 0.77      71.29       (60)
Windows 2 'S '       0.9 *  3.2400 *  72 * 0.63    * 0.70 * 0.77      71.29       (60)
Windows 3 'N '       0.9 *  0.8500 *  29 * 0.63    * 0.70 * 0.77       7.53       (56)
Windows 4 'N '       0.9 *  0.8500 *  29 * 0.63    * 0.70 * 0.77       7.53       (56)
Windows 5 'S '       0.9 * 10.2600 *  72 * 0.63    * 0.70 * 0.77     225.76       (60)
Windows 6 'S '       0.9 * 12.7600 *  72 * 0.63    * 0.70 * 0.77     280.77       (60)
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Windows 7 'S '       0.9 *  2.5200 *  72 * 0.63    * 0.70 * 0.77      55.45       (60)
Windows 8 'S '       0.9 *  2.5200 *  72 * 0.63    * 0.70 * 0.77      55.45       (60)
Windows 9 'E '       0.9 *  2.7700 *  48 * 0.63    * 0.70 * 0.77      40.63       (58)
Windows 10 'E '      0.9 *  0.8500 *  48 * 0.63    * 0.70 * 0.77      12.47       (58)
Windows 11 'E '      0.9 *  0.8500 *  48 * 0.63    * 0.70 * 0.77      12.47       (58)
Windows 12 'N '      0.9 *  1.8900 *  29 * 0.63    * 0.70 * 0.77      16.75       (56)
Windows 13 'N '      0.9 * 22.6800 *  29 * 0.63    * 0.70 * 0.77     201.01       (56)
Windows 14 'N '      0.9 *  0.8500 *  29 * 0.63    * 0.70 * 0.77       7.53       (56)
Windows 15 'N '      0.9 *  0.8500 *  29 * 0.63    * 0.70 * 0.77       7.53       (56)
Windows 16 'N '      0.9 *  2.0800 *  29 * 0.63    * 0.70 * 0.77      18.43       (56)
Windows 17 'N '      0.9 *  7.7600 *  29 * 0.63    * 0.70 * 0.77      68.78       (56)
Windows 18 'S '      0.9 * 10.2600 *  72 * 0.63    * 0.70 * 0.77     225.76       (60)
Total solar gains                                                   1560.29       (65)
Total gains, W                                                      3096.36       (66)
Gains/loss ratio (GLR)                                                 5.60       (67)
Utilisation factor                                                     0.96       (68)
Useful gains, W                                                     2972.29       (69)

7. Mean internal temperature
Mean internal temperature of living zone (heating type = 2)           19.31       (70)
Temperature addjustment                                                0.00       (71)
Adjustment for gains                                                   0.21       (72)
Adjusted room temperature                                             19.51       (73)
Temperature difference between zones                                   1.98       (74)
Living area fraction                                                   0.16       (75)
Rest of house floor fraction                                           0.84       (76)
Mean internal temperature                                             17.85       (77)

8. Degree days
Temperature raise from gains                                           5.37       (78)
Base temperature                                                      12.47       (79)
Degree days                                                         1444.71       (80)

9a. Energy requirements - individual heating systems, including Micro CHP
Space heating requirement (useful)                                 19188.54       (81)
Model name  : Not Known at this stage
Manufacturer: Not Known at this stage
MHS efficiency                                                        90.00
Condensing boiler Adjustment - table 4c                                2.00
Main system efficiency                                                92.00       (83)
Space heating fuel - main HS                                       20857.11       (85)
Space heating fuel - secondary HS                                      0.00       (85a)
Condensing boiler Adjustment - table 4c                                2.0
Efficiency of water heater                                            92.00       (86)
Energy required for water heating                                   5364.31
Energy used for water heating                                       5830.77       (86a)
For each central heating pump                                        130.00       (87a)
For each boiler with F.A.F                                            45.00       (87b)
Electricity for pumps and fans                                       175.00       (87)
Electricity for lighting (25% fixed LEL)                            2574.76       (87g)

10a. Fuel costs - individual heating systems
MHS heating cost                     [20857.11 * 1.6300 * 0.01]      339.97       (88)
SHS heating cost                     [    0.00 * 0.0000 * 0.01]        0.00       (89)
Water heating cost                   [ 5830.77 * 1.6300 * 0.01]       95.04       (91)
Pump/fan energy                      [  175.00 * 7.1200 * 0.01]       12.46       (92)
Lighting energy                      [ 2574.76 * 7.1200 * 0.01]      183.32       (93)
Additional standing charges                                           34.00       (94)
-----------------------------------------------------------------------------
Total energy cost                                                    664.80       (97)
Total energy cost using Sedbuk db prices                            1036.51

11. SAP rating
Energy cost deflator                                                   0.91       (98)
Energy cost factor                                                     1.53       (99)
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